
Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

3 routine (RT) per monthChlorite  (1009)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 In ComplianceSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 In Compliance

12/1/19 - 12/31/19 In Compliance

1/1/20 - 1/31/20

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

50 routine (RT) per monthChlorine Residual  (1012)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20 Complete

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/11 - 12/31/19 CompleteSelect from Inventory of Active Sampling Points

1/1/20 - 12/31/28

50 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20 Complete

3/1/20 - 3/31/20
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

50 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

4 routine (RT) per quarterDisinfectant Byproducts - TTHM & HAA5  (DBP)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 7/1-7/31 Complete15 PEGASUS DR (GRO 205)

10/1/19 - 12/31/19 10/1-10/31 Complete

1/1/20 - 3/31/20 1/1-1/31 Complete

4/1/20 - 6/30/20 4/1-4/30

7/1/20 - 9/30/20 7/1-7/31

7/1/19 - 9/30/19 7/1-7/31 Complete22 PAMELA DR (GRO 206)

10/1/19 - 12/31/19 10/1-10/31 Complete

1/1/20 - 3/31/20 1/1-1/31 Complete

4/1/20 - 6/30/20 4/1-4/30

7/1/20 - 9/30/20 7/1-7/31

7/1/19 - 9/30/19 7/1-7/31 Complete130 SHARON RD (GRO 29)

10/1/19 - 12/31/19 10/1-10/31 Complete

1/1/20 - 3/31/20 1/1-1/31 Complete

4/1/20 - 6/30/20 4/1-4/30

7/1/20 - 9/30/20 7/1-7/31

7/1/19 - 9/30/19 7/1-7/31 CompleteGROTON TOWN GARAGE (GRO 33)

10/1/19 - 12/31/19 10/1-10/31 Complete

1/1/20 - 3/31/20 1/1-1/31 Complete

4/1/20 - 6/30/20 4/1-4/30

7/1/20 - 9/30/20 7/1-7/31

60 routine (RT) per six monthsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 12/31/19 CompleteSelect from Inventory of Active Sampling Points

1/1/20 - 6/30/20

7/1/20 - 12/31/20

50 routine (RT) per monthPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

50 routine (RT) per monthPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20 Complete

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

Water System Facility: POQUONNOCK RESERVOIR  (WSF ID: 2116)

1 routine (RT) per monthTotal Alkalinity  (1927)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompletePOQUONNOCK (1)

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

1 routine (RT) per monthTotal Organic Carbon  (2920)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompletePOQUONNOCK (1)

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Monitoring Requirements
Water System Facility: POQUONNOCK RESERVOIR  (WSF ID: 2116)

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 CompletePOQUONNOCK (1)

10/1/19 - 12/31/19 Complete

1/1/20 - 3/31/20

4/1/20 - 6/30/20

7/1/20 - 9/30/20

1 routine (RT) per yearSurface Water Inorganic Chemicals  (RIOC)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/19 CompletePOQUONNOCK (1)

1/1/20 - 12/31/20

1/1/21 - 12/31/21

1 routine (RT) per quarterSurface Water Color and Turbidity  (RPPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 CompletePOQUONNOCK (1)

10/1/19 - 12/31/19 Complete

1/1/20 - 3/31/20

4/1/20 - 6/30/20

7/1/20 - 9/30/20

1 routine (RT) per yearSurface Water Pesticides  (RSOC)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/19 CompletePOQUONNOCK (1)

1/1/20 - 12/31/20

1/1/21 - 12/31/21

Water System Facility: POQUONNOCK TREATMENT PLANT  (WSF ID: 97)

1 routine (RT) per monthTotal Organic Carbon  (2920)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteEP - POQUONNOCK TP (5)

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Monitoring Requirements
Water System Facility: POQUONNOCK TREATMENT PLANT  (WSF ID: 97)

1 routine (RT) per three yearsNet Gross Alpha  (4000)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteEP - POQUONNOCK TP (5)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per three yearsUranium  (4006)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteEP - POQUONNOCK TP (5)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per three yearsCombined Radium-226/228  (4010)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompletePOQUONNOCK TP (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per yearInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/19 CompleteEP - POQUONNOCK TP (5)

1/1/20 - 12/31/20

1/1/21 - 12/31/21

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/19 CompleteEP - POQUONNOCK TP (5)

1/1/20 - 12/31/20

1/1/21 - 12/31/21

2 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteEP - POQUONNOCK TP (5)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/19 CompleteEP - POQUONNOCK TP (5)

1/1/20 - 12/31/20

1/1/21 - 12/31/21

Monthly Water System Facility (WSF) Level Monitoring Requirements
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Water System Facility: POQUONNOCK TREATMENT PLANT  (WSFID: 97)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point RDC  (EPRD)Chlorine Minimum:  0.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 10/1/2002

Y10/1/2019 - 10/31/2019

Y11/1/2019 - 11/30/2019

Y12/1/2019 - 12/31/2019

Y1/1/2020 - 1/31/2020

2/1/2020 - 2/29/2020

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

EP Chlorine Dioxide  (CLO2)Chlorine Dioxide 
Residual

Maximum:  0.8 MG/L Daily

Monitoring Period

Compliance History:

Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 10/1/2002

Offline n/a Y10/1/2019 - 10/31/2019

Offline n/a Y11/1/2019 - 11/30/2019

Offline n/a Y12/1/2019 - 12/31/2019

Offline n/a Y1/1/2020 - 1/31/2020

2/1/2020 - 2/29/2020

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

EP Chlorite  (CLO3)Chlorite Maximum:  1.0 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 10/1/2002

Offline n/a Y10/1/2019 - 10/31/2019

Offline n/a Y11/1/2019 - 11/30/2019

Offline n/a Y12/1/2019 - 12/31/2019

Offline n/a Y1/1/2020 - 1/31/2020

2/1/2020 - 2/29/2020

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Fluoride Monitoring  (FLRD)Fluoride Average:  1.2 MG/L Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 1/1/2005

Y10/1/2019 - 10/31/2019

Y11/1/2019 - 11/30/2019

Y12/1/2019 - 12/31/2019

1/1/2020 - 1/31/2020

2/1/2020 - 2/29/2020
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

WATERSHED SURVEY REPORT 2/24/20203/1/2020

CROSS CONNECTION SURVEY REPORT 3/1/2020

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 3/30/2020

Water System Facility: POQUONNOCK TREATMENT PLANT  (WSFID: 97)

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point pH Monitoring  (PHRD)pH Minimum:  6.4 PH Daily

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 7/1/2010

Y10/1/2019 - 10/31/2019

Y11/1/2019 - 11/30/2019

Y12/1/2019 - 12/31/2019

1/1/2020 - 1/31/2020

2/1/2020 - 2/29/2020

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

Entry Point Phosphate Monitoring  (PHOS)Phosphate (as PO4) Minimum:  0.1 MG/L 2

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 1/1/2005

Y10/1/2019 - 10/31/2019

Y11/1/2019 - 11/30/2019

Y12/1/2019 - 12/31/2019

1/1/2020 - 1/31/2020

2/1/2020 - 2/29/2020

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

CFE Maximum Turbidity  (MAXT)Turbidity Maximum:  1 NTU 186

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 10/1/2002

Y10/1/2019 - 10/31/2019

Y11/1/2019 - 11/30/2019

Y12/1/2019 - 12/31/2019

Y1/1/2020 - 1/31/2020

2/1/2020 - 2/29/2020

Samples Req/MonthAnalyte Monitoring Requirement (Summary Type) Operating Limit

CFE 95% Turbidity  (95PT)Turbidity 95% Turbidity Limit:  0.3 NTU 186

Monitoring Period

Compliance History: Monitoring 
Compliance Status:

Operating Limit 
Compliance Status:

Start Date: 10/1/2002

Y10/1/2019 - 10/31/2019

Y11/1/2019 - 11/30/2019

Y12/1/2019 - 12/31/2019

Y1/1/2020 - 1/31/2020

2/1/2020 - 2/29/2020
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SUBMIT CCR TO THE DEPARTMENT 6/30/2020

SUBMIT CCR CERTIFICATION FORM 8/9/2020

Public Notification Requirements

Violation/Situation ReceivedDue to DPH

Compliance
Period Required Performed

Notice 
Tier

Public Notification PN Certification

6/1/19 - 6/30/19Turbidity M&R Violation 3 9/12/20209/2/2020

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

4 TCR REPEAT GENERIC Y  A00600 DISTRIBUTION SYSTEM

DOWNSTREAM WITHIN 5 SERVICE CON   A

GNLAIR GRO/NL AIRPORT Y  I

GRO 1 WTP 1268 POQ RD Y  A Y

GRO 10 CUTLER MID SCHOOL Y  A

GRO 100 28 BLUEBERRY HILL RD 1A Y

GRO 101 960 SHEN. RD 1I

GRO 102 209 SHEN. PKWY 3A

GRO 103 25 DENISON AVE 3A

GRO 104 26 INDIAN AVE 1A

GRO 105 24 SHORE AVE 3A Y

GRO 106 153 BAKER AVE 3A Y

GRO 107 65 PLEASANT ST 3A

GRO 108 192 MONUMENT ST 3A

GRO 109 167 NORTH RD 3A

GRO 10A 113 SHARON ROAD Y  A

GRO 11 WYMAN GORDON Y  A

GRO 110 107 COLONY RD 1A

GRO 111 123 PHOENIX DR 1A

GRO 112 134 BAKER AVE 3A

GRO 113 920 E.POINT RD 1A

GRO 114 97 JOHL DR 1A

GRO 115 18 ELDERKIN AVE 3A

GRO 116 29 PHOENIX DR 1A

GRO 117 181 BUDDINGTON RD 1I

GRO 118 32 THOMAS RD 1A

GRO 119 44 CHURCH ST 3A

GRO 11A PEQUOT VILLAGE Y  A Y

GRO 12 PAR FOUR 93 PLANT ST Y  A Y

GRO 120 233 SHEN. PKWY 3A
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

GRO 121 165 NEPTUNE DRIV 1A

GRO 122 136 MILITARY HWY 1A

GRO 123 957 OLD BUD. RD 1A

GRO 124 44 TOLL GATE RD 3A Y

GRO 125 97 COLONY RD 1A Y

GRO 126 71 SCHOOL ST 1I

GRO 127 36 RAMSDELL ST 3A

GRO 128 45 TRITON PLACE 1A

GRO 129 173 BUDDINGTON RD 1A

GRO 12A ELKS LODGE #2163 Y  I

GRO 13 CITY PAF THAMES ST Y  I

GRO 130 27-29 LEWISTON CT 3A

GRO 131 34 TACOMA CT 3A

GRO 132 11 UTICA CT 3A

GRO 133 59 GOVERNORS CIR 3A

GRO 134 18 KNOXVILLE CT 3A

GRO 135 302 THAMES ST 3A

GRO 136 67 GOVERNORS CIR 3A

GRO 137 162 MONUMENT ST  A

GRO 138 2 WACO CT 3A

GRO 139 51 GODFREY ST 2A Y

GRO 13A CITY MUNICIPAL BLDG Y  A

GRO 14 QUALITY INN Y  A

GRO 140 857 GUNGYWAMP RD 3A

GRO 141 3 CORTLAND DRIVE 2A Y

GRO 142 131 MONUMENT ST 3A

GRO 143 9 CORTLAND DR 2A Y

GRO 14A PIONEER HOSE CO Y  A Y

GRO 15 GUNGYWAMP PUMP STA Y  A Y

GRO 150 48 JOHL DR 1A

GRO 151 27 FLINT COURT 3A

GRO 152 16 ELIZABETH COURT 3A

GRO 153 51 PHOENIX DR 1A

GRO 154 NAVY 33 HORNBEAM Y  A

GRO 155 56 JOHL DR 1A

GRO 156 57 JOHL DR 1A

GRO 157 63 JOHL DR 1A

GRO 158 74 JOHL DR 1A

GRO 159 89 JOHL DR 1A
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

GRO 15A AIRCO WELDING SUPPLY Y  I

GRO 16 NAVY BLDG 138 (BASE) Y  A

GRO 160 107 JOHL DR 1A

GRO 161 112 JOHL DR 1A

GRO 162 76 HIGH ROCK RD 1A

GRO 163 94 HIGH ROCK RD 1A

GRO 164 274 BENHAM RD 1A

GRO 165 173 BUDDINGTON RD 1A

GRO 166 43 PHOENIX DR 1A

GRO 167 51 PHOENIX DR 1A

GRO 168 59 PHOENIX 1A

GRO 169 259 POQUONNOCK RD 1A

GRO 17 NAVY BLDG 383 CHILD. Y  A

GRO 170 100 WESTWOOD DRIVE 1A

GRO 171 9 BLUEBERRY HILL RD 1A

GRO 172 43 OLD FARM RD 1A

GRO 173 60 OLD FARM RD 1A

GRO 174 71 LAURELWOOD RD 3A

GRO 175 40 MARLIN DR 1A

GRO 176 40 SKYLINE DR 1A

GRO 177 580 TOLLGATE RD 1A

GRO 178 160 VIRGO DR 1A

GRO 179 299 VIRGO DR 1A

GRO 18 NAVY HOSP/MEDICAL CL Y  A

GRO 180 9 WACO CT 2A

GRO 181 11 WACO CT 2A

GRO 182 13 WACO CT 2A

GRO 183 15 WACO CT 2A

GRO 184 125 WARNER ST 1A

GRO 185 175 HYNES AVE 1A

GRO 186 DISTRIBUTION SYSTEM 1A

GRO 187 DISTRIBUTION SYSTEM 1A

GRO 188 56 OLD FARM RD 1A

GRO 189 64 OLD FARM RD Y 1A

GRO 19 NAVY FIRE DEPT ANNEX Y  A

GRO 190 68 OLD FARM RD 1A

GRO 191 72 OLD FARM RD 1A

GRO 192 76 OLD FARM RD 1A

GRO 193 181 SHORE AVE 1A
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

GRO 194 87 TWIN HILLS DR 1A

GRO 195 224 THAMES ST 3A

GRO 196 306 THAMES ST 3A

GRO 197 DISTRIBUTION SYSTEM  A

GRO 198 DISTRIBUTION SYSTEM  A

GRO 199 DISTRIBUTION SYSTEM  A

GRO 2 PBFD LONG HILL RD Y  A Y

GRO 20 NAVY BLDG 446 (BASE) Y  A

GRO 200 MAJOR ELECTRIC Y  I

GRO 201 CENTER GRO PUMP STA Y  A Y

GRO 202 NAVY YOUTH CENTER Y  A

GRO 203 MYSTIC VALERO Y  A Y

GRO 204 MYSTIC HOOK LADDER Y  A

GRO 205 15 PEGASUS DR  A Y

GRO 206 22 PAMELA DR  A Y

GRO 207 NAVY MARINA BLDG 535 Y  A

GRO 208 NAVY DEALY BLDG 164 Y  A

GRO 209 DISTRIBUTION SYSTEM  A

GRO 21 NAVY 15 HORNBEAM Y  A

GRO 210 DISTRIBUTION SYSTEM  A

GRO 211 DISTRIBUTION SYSTEM  A

GRO 212 DISTRIBUTION SYSTEM  A

GRO 213 DISTRIBUTION SYSTEM  A

GRO 214 DISTRIBUTION SYSTEM  A

GRO 215 DISTRIBUTION SYSTEM  A

GRO 216 DISTRIBUTION SYSTEM  A

GRO 217 DISTRIBUTION SYSTEM  A

GRO 218 DISTRIBUTION SYSTEM  A

GRO 219 DISTRIBUTION SYSTEM  A

GRO 22 NAVY BLDG 456 (BASE) Y  A

GRO 220 DISTRIBUTION SYSTEM  A

GRO 221 DISTRIBUTION SYSTEM  A

GRO 222 DISTRIBUTION SYSTEM  A

GRO 223 DISTRIBUTION SYSTEM  A

GRO 224 DISTRIBUTION SYSTEM  A

GRO 225 DISTRIBUTION SYSTEM  A

GRO 226 DISTRIBUTION SYSTEM  A

GRO 227 DISTRIBUTION SYSTEM  A

GRO 228 DISTRIBUTION SYSTEM  A
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

GRO 229 DISTRIBUTION SYSTEM  A

GRO 23 NAVY 29 FLORIDA AVE Y  A

GRO 230 DISTRIBUTION SYSTEM  A

GRO 231 DISTRIBUTION SYSTEM  A

GRO 232 DISTRIBUTION SYSTEM  A

GRO 233 DISTRIBUTION SYSTEM  A

GRO 24 JO CONVEN. STORE Y  A

GRO 25 SOJOURNER INN Y  A

GRO 26 BESS EATON GS HWY Y  A

GRO 27 GUS PIZZA Y  A

GRO 28 MARRIOTT Y  A

GRO 29 130 SHARON RD Y  A Y

GRO 3 W.S.PUMP STA E PT RD Y  I

GRO 30 VILLAGE BAKE HOUSE Y  A

GRO 31 SEAHORSE ON THAMES Y  A

GRO 32 MORGAN AND WHITE Y  A

GRO 33 GROTON TOWN GARAGE Y  A Y

GRO 34 APPLEBEES Y  A

GRO 35 323 BENHAM RD Y  A

GRO 36 E POINT PUMP STA Y  A

GRO 37 GROTON TOWN HALL Y  A Y

GRO 38 BEST WESTERN Y  A

GRO 39 SACRED HEART RECTORY Y  A

GRO 4 UCONN AVERY PT Y  A

GRO 40 GRO HTS BAPTIST CH Y  A

GRO 41 E POINT FIRE HOUSE Y  A Y

GRO 42 MIDWAY OVAL HYD 250  A Y

GRO 43 HENNY PENNY GD HWY Y  A

GRO 44 NAVY BLDG 135 Y  A

GRO 45 NAUTILUS PARK CC Y  A

GRO 5 GROTON TOWN POLICE Y  A

GRO 6 ODD FELLOWS HOME Y  A Y

GRO 7 G. FERRY CHEM BLD Y  A Y

GRO 8 PEQUOT MEDICAL CENT Y  A Y

GRO 8A SEAPORT COFFEE Y  A

GRO 9 PBFD 13 FORT HILL RD Y  I

GRO 9A YMCA CHILD CENTER Y  A Y

RT 117 RT 117 BLOW OFF Y  A

UPSTREAM WITHIN 5 SERVICE CON   A

Page 12Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 4 TREATMENT PLANT

Water System Facility: POQUONNOCK TREATMENT PLANT  (WSF ID: 97)

6/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IINASIATKA, JOSEPH V. CHIEF OPERATOR

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

3 POQUONNOCK TP  A00700 POQUONNOCK TREATMENT 
PLANT ENTRY POINT

2 PUMPING WELL 3  A1421 PUMPING WELL 3

1 BILLINGS AVERY BROOK  A2111 BILLINGS AVERY BROOK 
DIVERSION

1 MORGAN POND  A2112 MORGAN POND RESERVOIR

1 LEDYARD RESERVOIR  A2113 LEDYARD RESERVOIR

1 POHEGANUT RES  A2114 POHEGANUT RESERVOIR

1 SMITH LAKE  A2115 SMITH LAKE

1 POQUONNOCK  A2116 POQUONNOCK RESERVOIR

1 THOMPSON & GREAT  A2117 THOMPSON & GREAT BROOK 
DIVERSION

1 HEMPSTEAD BROOK  A2118 HEMPSTEAD BROOK DIVERSION

1 BUDDINGTON POND  A2119 BUDDINGTON POND

30034 POQUONNOCK RES INTAKE

52475 BRANDEGEE AVENUE STORAGE 
TANK

52477 WALKER HILL STORAGE TANK

52481 BAILEY HILL STORAGE TANK #2

52483 FORT HILL STORAGE TANK

52485 LONG HILL PUMP STATION

52487 GUNGYWAMP RD PUMP 
STATION

52489 FORT HILL PUMP STATION

53041 POQUONNOCK TREATMENT 
PLANT CLEARWELL

53059 RAW WATER LOW LIFT PUMP 
STATION

55549 CENTER GROTON BOOSTER 
PUMP STATION

61112 PLANT BACKWASH TANK

5 EP - POQUONNOCK TP  A97 POQUONNOCK TREATMENT 
PLANT

Page 13Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 4 TREATMENT PLANT

Water System Facility: POQUONNOCK TREATMENT PLANT  (WSF ID: 97)

6/30/2022WATER TREATMENT PLANT OPERATOR - CLASS IV

12/31/2020DISTRIBUTION SYSTEM OPERATOR - CLASS IISTEVENS, RICHARD M. ASSIGNED OPERATOR

6/30/2022WATER TREATMENT PLANT OPERATOR - CLASS IV

6/30/2022WATER TREATMENT PLANT OPERATOR - CLASS IVNASIATKA, ROCCO A. ASSIGNED OPERATOR

6/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS II

12/31/2021WATER TREATMENT PLANT OPERATOR - CLASS IVHUNT, JEFFREY J. ASSIGNED OPERATOR

12/31/2021WATER TREATMENT PLANT OPERATOR - CLASS IVHYATT, PAUL J. ASSIGNED OPERATOR

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS II

6/30/2021WATER TREATMENT PLANT OPERATOR - CLASS IVHAUPT, ADRIAN D. ASSIGNED OPERATOR

3/31/2020DISTRIBUTION SYSTEM OPERATOR - CLASS II

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IIHODGE, GREGORY B. ASSIGNED OPERATOR

12/31/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IIIGARDNER, JOHN R. ASSIGNED OPERATOR

12/31/2021WATER TREATMENT PLANT OPERATOR - CLASS IV

6/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IIMORSE, RICHARD D. ASSIGNED OPERATOR

12/31/2021WATER TREATMENT PLANT OPERATOR - CLASS IV

9/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IIROSSI, WILLIAM ASSIGNED OPERATOR

3/31/2023WATER TREATMENT PLANT OPERATOR - CLASS IV

3/31/2020WATER TREATMENT PLANT OPERATOR - CLASS IVHEDMAN, MICHAEL ASSIGNED OPERATOR

9/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS II

6/30/2020WATER TREATMENT PLANT OPERATOR - CLASS IVDIETRICH, STEPHEN J. ASSIGNED OPERATOR

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IICARTON, JOHN ASSIGNED OPERATOR

3/31/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IILEHOUILLIER, TIMOTHY ASSIGNED OPERATOR

6/30/2021WATER TREATMENT PLANT OPERATOR - CLASS IV

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 2 DISTRIBUTION SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6/30/2022WATER TREATMENT PLANT OPERATOR - CLASS IVSTEVENS, RICHARD M. CHIEF OPERATOR

12/31/2020DISTRIBUTION SYSTEM OPERATOR - CLASS II

12/31/2020DISTRIBUTION SYSTEM OPERATOR - CLASS IIIZIOLKOVSKI, KEVIN M. ASSIGNED OPERATOR

12/31/2020WATER TREATMENT PLANT OPERATOR IN TRAINING

6/30/2022WATER TREATMENT PLANT OPERATOR - CLASS IVNASIATKA, ROCCO A. ASSIGNED OPERATOR

6/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS II

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IIFLIGHT, DANIEL J. ASSIGNED OPERATOR

12/31/2021WATER TREATMENT PLANT OPERATOR - CLASS IVHYATT, PAUL J. ASSIGNED OPERATOR

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS II

12/31/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IIIKRUSZEWSKI, BRUCE A. ASSIGNED OPERATOR

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IIHODGE, GREGORY B. ASSIGNED OPERATOR
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590011

PWS Name

GROTON UTILITIES

Local Address (where applicable)

GROTON UTILITIES

Classification

C

Primary Source

SW 

Owner Type

L

Population

30,200

Residential Industrial Combined

5,261

AgriculturalCommercial

Towns Served:                           GROTON, LEDYARD

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 2 DISTRIBUTION SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IIMCGUIRE II, GEORGE W. ASSIGNED OPERATOR

6/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IIMUSANTE JR., RUSSELL W. ASSIGNED OPERATOR

6/30/2022WATER TREATMENT PLANT OPERATOR - CLASS IVNASIATKA, JOSEPH V. ASSIGNED OPERATOR

6/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS II

12/31/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IIRIOTTE, JONATHAN J. ASSIGNED OPERATOR

12/31/2021WATER TREATMENT PLANT OPERATOR - CLASS IVGARDNER, JOHN R. ASSIGNED OPERATOR

12/31/2022DISTRIBUTION SYSTEM OPERATOR - CLASS III

12/31/2021WATER TREATMENT PLANT OPERATOR - CLASS IVMORSE, RICHARD D. ASSIGNED OPERATOR

6/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS II

12/31/2020DISTRIBUTION SYSTEM OPERATOR - CLASS IIHATCHER, JR, JAMES H. ASSIGNED OPERATOR

9/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IIROSSI, WILLIAM ASSIGNED OPERATOR

3/31/2023WATER TREATMENT PLANT OPERATOR - CLASS IV

3/31/2020WATER TREATMENT PLANT OPERATOR - CLASS IVHEDMAN, MICHAEL ASSIGNED OPERATOR

9/30/2022DISTRIBUTION SYSTEM OPERATOR - CLASS II

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IICARTON, JOHN ASSIGNED OPERATOR

6/30/2021WATER TREATMENT PLANT OPERATOR - CLASS IVLEHOUILLIER, TIMOTHY ASSIGNED OPERATOR

3/31/2022DISTRIBUTION SYSTEM OPERATOR - CLASS II

Contact Role(s): Administrative Contact, Legal Contact

Job Title

Dir.of Utilities

Organization

Groton Utilities

Email Address

gaudetr@grotonutilities.com

Zip Code

06340

State

CT

City

Groton

Business Phone

860-446-4091

Fax

860-446-0692

Mobile Phone Emergency PhoneExtension

    

Mailing Address Line One

295 Meridian Street

Mailing Address Line Two

Name

Mr. Ronald Gaudet

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590031

PWS Name

NOANK FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

1,947

Residential

725

Industrial Combined AgriculturalCommercial

35

Towns Served:                           GROTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

2 routine (RT) per monthChlorine Residual  (1012)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/14 - 12/31/22Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Haloacetic Acids  (2456)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 7/1-7/31 CompleteUCONN MARINE LAB (NWC-12)

10/1/19 - 12/31/19 10/1-10/31 Complete

1/1/20 - 3/31/20 1/1-1/31 Complete

4/1/20 - 6/30/20 4/1-4/30

7/1/20 - 9/30/20 7/1-7/31

1 routine (RT) per quarterTotal Trihalomethanes  (2950)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 7/1-7/31 Complete205 ELM STREET (NWC-16)

10/1/19 - 12/31/19 10/1-10/31 Complete

1/1/20 - 3/31/20 1/1-1/31 Complete

4/1/20 - 6/30/20 4/1-4/30

7/1/20 - 9/30/20 7/1-7/31

2 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590031

PWS Name

NOANK FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

1,947

Residential

725

Industrial Combined AgriculturalCommercial

35

Towns Served:                           GROTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

2 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

10 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/17 6/1-9/30Select from Inventory of Active Sampling Points

20 routine (RT) per six monthsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 12/31/19 CompleteSelect from Inventory of Active Sampling Points

1/1/20 - 6/30/20

7/1/20 - 12/31/20

2 routine (RT) per monthPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2013

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2016

DISTRIBUTION SYSTEM MATERIALS EVALUATION 8/31/2019

CROSS CONNECTION SURVEY REPORT 3/1/2020

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 3/30/2020

SUBMIT CCR TO THE DEPARTMENT 6/30/2020

SUBMIT CCR CERTIFICATION FORM 8/9/2020
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590031

PWS Name

NOANK FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

1,947

Residential

725

Industrial Combined AgriculturalCommercial

35

Towns Served:                           GROTON

Service 
Connections

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

4 GENERIC DISTRIBUTION Y  A00600 DISTRIBUTION SYSTEM

DOWNSTREAM WITHIN 5 SERVICE CON   A

NWC-1 38 BAYSIDE AVE  A

NWC-10 36 CENTER STREET 3A

NWC-11 NOANK ELEM. SCHOOL  I

NWC-12 UCONN MARINE LAB Y  A Y Y

NWC-13 67 ELM ST (ALT) Y  I

NWC-14 NOANK FIRE DEPARTMEN Y  A

NWC-14A NOANK FIRE DEPARTMEN Y  A Y

NWC-15 45 FRONT STREET Y 3A

NWC-16 205 ELM STREET Y  A Y

NWC-17 10 BAYSIDE AVE. 1A

NWC-18 20 ELM ST. 1A

NWC-19 21 FISHER'S VIEW 1A

NWC-2 4 CATHEDRAL HTS Y  A

NWC-20 762 GLP RD. 1A

NWC-21 25 MAINSAIL DR. 1A

NWC-22 26 MAINSAIL DR. 1A

NWC-23 18 NOBLE AVE. 1A

NWC-24 158 SENECA DR. 1A

NWC-25 11 HILLSIDE AVE. 1A

NWC-26 18 MAINSAIL DR. 1A

NWC-27 152 SENECA DR. 1A

NWC-28 334 BROOK ST. 1A

NWC-29 174 PEARL ST. 1A

NWC-3 169 SENECA DRIVE 3A

NWC-30 76 MCDONALD CT. 3A

NWC-31 58 MORGAN PT. 3A

NWC-32 10 MORGAN PT. 3A

NWC-33 144 SENECA DR. 3A

NWC-34 201 SENECA DR. 3A

NWC-35 2 BROOK ST. 3A

NWC-36 128 BROOK ST. 3A

NWC-37 33 WILLIAMS ST. 3A

NWC-38 18 SACHEM RD. 3A

NWC-39 21 HIGH ST. 3A

NWC-4 120 BROOK STREET 1A

NWC-40 51 HILLSIDE AVE. 3A

NWC-5 131 CROSSWINDS DR  A
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NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590031

PWS Name

NOANK FIRE DISTRICT

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

L

Population

1,947

Residential

725

Industrial Combined AgriculturalCommercial

35

Towns Served:                           GROTON

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 DISTRIBUTION SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

12/31/2022DISTRIBUTION SYSTEM OPERATOR - CLASS IIFOWLER, RUSSELL A. CHIEF OPERATOR

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

NWC-6 44 HILLSIDE AVE 3A

NWC-7 145 PEARL STREET Y  A

NWC-8 310 "OLD" BROOK ST 3A

NWC-9 139 BROOK STREET 3A

UPSTREAM WITHIN 5 SERVICE CON   A

21161 INTERCONNECTION - 
CT0590011 - GROTON

61763 INTERCONNECTION - 
CT0590011 - GROTON

Contact Role(s): Administrative Contact, Legal Contact

Job Title

Chairman

Organization

Noank Fire District Water Co.

Email Address

KGFJSKG@aol.com

Zip Code

06340

State

CT

City

Noank

Business Phone

860-536-6698

Fax

928-441-7247

Mobile Phone Emergency Phone

860-448-1565

Extension

    

Mailing Address Line One

P.O. Box 9493

Mailing Address Line Two

10 Ward Avenue

Name

Mr. Frank Socha

Contact Role(s): Owner

Job TitleOrganization

Email Address

Zip Code

06340

State

CT

City

Noank

Business Phone

860-536-2860

Fax Mobile Phone Emergency PhoneExtension

    

Mailing Address Line One

10 Ward Avenue

Mailing Address Line Two

P. O. Box 9202

Name

Noank Fire District

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 19Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

http://www.ct.gov/dph


Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590051

PWS Name

GROTON LONG POINT ASSOCIATION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

2,400

Residential

601

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

2 routine (RT) per monthChlorine Residual  (1012)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/13 - 12/31/21Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Haloacetic Acids  (2456)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 7/1-7/31 Complete328 WEST SHORE AVE (GLP 1-15)

10/1/19 - 12/31/19 10/1-10/31 Complete

1/1/20 - 3/31/20 1/1-1/31 Complete

4/1/20 - 6/30/20 4/1-4/30

7/1/20 - 9/30/20 7/1-7/31

1 routine (RT) per quarterTotal Trihalomethanes  (2950)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 7/1-7/31 Complete172 SOUTH SHORE AVE (GLP 1-16)

10/1/19 - 12/31/19 10/1-10/31 Complete

1/1/20 - 3/31/20 1/1-1/31 Complete

4/1/20 - 6/30/20 4/1-4/30

7/1/20 - 9/30/20 7/1-7/31

2 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20

Page 20Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590051

PWS Name

GROTON LONG POINT ASSOCIATION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

2,400

Residential

601

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

2 routine (RT) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

20 routine (RT) per six monthsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 12/31/19Select from Inventory of Active Sampling Points

1/1/20 - 6/30/20

7/1/20 - 12/31/20

2 routine (RT) per monthPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 10/31/19 CompleteSelect from Inventory of Active Sampling Points

11/1/19 - 11/30/19 Complete

12/1/19 - 12/31/19 Complete

1/1/20 - 1/31/20 Complete

2/1/20 - 2/29/20

3/1/20 - 3/31/20

4/1/20 - 4/30/20

5/1/20 - 5/31/20

6/1/20 - 6/30/20

7/1/20 - 7/31/20

8/1/20 - 8/31/20

9/1/20 - 9/30/20

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SANITARY SURVEY PROGRESS REPORT 11/11/2017

DISTRIBUTION SYSTEM MATERIALS EVALUATION 8/31/2019

CROSS CONNECTION SURVEY REPORT 3/1/2020

SUBMIT CCR TO THE DEPARTMENT 6/30/2020

SUBMIT CCR CERTIFICATION FORM 8/9/2020

Public Notification Requirements

Violation/Situation ReceivedDue to DPH

Compliance
Period Required Performed

Notice 
Tier

Public Notification PN Certification

1/1/05 - 3/31/05Total Trihalomethanes MCL Violation 2 5/13/20055/3/2005

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus

Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

Page 21Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590051

PWS Name

GROTON LONG POINT ASSOCIATION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

2,400

Residential

601

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 DISTRIBUTION SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

3/31/2023DISTRIBUTION SYSTEM OPERATOR - CLASS IMOROSKY, PAUL A. CHIEF OPERATOR

3/31/2021DISTRIBUTION SYSTEM OPERATOR - CLASS IBONNER, RICHARD ASSIGNED OPERATOR

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

4 GENERIC DISTRIBUTION Y  A00600 DISTRIBUTION SYSTEM

DOWNSTREAM WITHIN 5 SERVICE CON   A

GLP 01 6 CLUBHOUSE POINT 1A

GLP 02 44 MIDDLEFIELD ST 1A

GLP 03 4 ISLAND AVE 1A

GLP 04 30 PROSPECT ST 1A

GLP 05 73 SOUND BREEZE AVE 1A

GLP 06 16 BURROWS ST 1A

GLP 07 54 SOUND BREEZE AVE 1A

GLP 08 124 BOARDWALK 1I

GLP 09 7 OAK ST 1A

GLP 10 22 TAUTOG ST 1A

GLP 11 52 SOUND BREEZE AVE 1A

GLP 1-14 166 SOUTH SHORE AVE 3I Y

GLP 1-15 328 WEST SHORE AVE Y 1A Y

GLP 1-16 172 SOUTH SHORE AVE Y 3A Y

GLP 1-17 16 BOARDWALK Y NI

GLP 12 26 TAUTOG ST 1A

GLP 13 8 ISLAND AVE NA

GLP 16 2 CROSS ST NA

GLP 17 4 PECK ST NA

GLP 18 60 EAST SHORE AVE NA

GLP 19 85 ATLANTIC AVE 1A

GLP 20 6 CRESCENT ST 3A

GLP 3-14 CASINO @BEACH RD Y NA

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

32289 INTERCONNECTION - 
CT0590011 - GROTON

Job TitleOrganization

Groton Long Point Assn,Inc

Email Address

Zip Code

06340-8011

State

CT

City

Groton

Business Phone Fax Mobile Phone Emergency PhoneExtension

Mailing Address Line One

2 Cross Street

Mailing Address Line Two

P.O. Box 3731

Name

Mr. Paul A. Morosky

Page 22Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590051

PWS Name

GROTON LONG POINT ASSOCIATION

Local Address (where applicable)

 

Classification

C

Primary Source

SWP

Owner Type

P

Population

2,400

Residential

601

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Contact Role(s): Administrative Contact, Legal Contact

Email Address

pmorosky@aol.com

Business Phone

860-536-3620

Fax Mobile Phone Emergency PhoneExtension

    

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 23Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

http://www.ct.gov/dph


Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590071

PWS Name

COLONIAL EFFICIENCY APARTMENTS

Local Address (where applicable)

 

Classification

C

Primary Source

GW 

Owner Type

P

Population

66

Residential

33

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/13 - 12/31/21Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

10/1/19 - 11/30/19 CompleteSelect from Inventory of Active Sampling Points

1/1/20 - 3/31/20 Complete

4/1/20 - 6/30/20

7/1/20 - 9/30/20

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 8/31/19 CompleteSelect from Inventory of Active Sampling Points

3 repeat (RP) per periodTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/20/19 - 11/25/19 CompleteSelect from Inventory of Active Sampling Points

3 temporary routine (TR) per monthTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

12/1/19 - 12/31/19Select from Inventory of Active Sampling Points

5 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/18 - 12/31/20 6/1-9/30Select from Inventory of Active Sampling Points

1/1/21 - 12/31/23 6/1-9/30

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 CompleteSelect from Inventory of Active Sampling Points

10/1/19 - 12/31/19 Complete

1/1/20 - 3/31/20 Complete

4/1/20 - 6/30/20

7/1/20 - 9/30/20

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsNet Gross Alpha  (4000)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per three yearsUranium  (4006)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

Page 24Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590071

PWS Name

COLONIAL EFFICIENCY APARTMENTS

Local Address (where applicable)

 

Classification

C

Primary Source

GW 

Owner Type

P

Population

66

Residential

33

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsCombined Radium-226/228  (4010)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per yearNitrate And Nitrite  (NOX)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/20

1/1/21 - 12/31/21

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per three yearsOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/18 - 12/31/20ENTRY POINT (3)

1/1/21 - 12/31/23

Water System Facility: WELL 2  (WSF ID: 854)

1 triggered (TG) per periodE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/19/19 - 11/25/19 CompleteWELL 2 (2)

Water System Facility: WELL 1  (WSF ID: 855)

1 triggered (TG) per periodE. Coli  (3014)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

11/19/19 - 11/25/19 CompleteWELL 1 (2)

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SUBMIT CCR TO THE DEPARTMENT 6/30/2011

SUBMIT CCR CERTIFICATION FORM 8/9/2011

DISTRIBUTION SYSTEM MATERIALS EVALUATION 8/31/2019

SUBMIT CCR TO THE DEPARTMENT 6/30/2020

SUBMIT CCR CERTIFICATION FORM 8/9/2020

Page 25Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590071

PWS Name

COLONIAL EFFICIENCY APARTMENTS

Local Address (where applicable)

 

Classification

C

Primary Source

GW 

Owner Type

P

Population

66

Residential

33

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Contact Information

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

CROSS CONNECTION EXEMPTION 3/1/2024

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: CLASS 1 TREATMENT PLANT

Water System Facility: GAC FILTERS  (WSF ID: 363)

12/31/2020WATER TREATMENT PLANT OPERATOR - CLASS IIITHOMPSON, WAYNE J. CHIEF OPERATOR

12/31/2021DISTRIBUTION SYSTEM OPERATOR - CLASS III

6/30/2020WATER TREATMENT PLANT OPERATOR - CLASS IISIPULESKI, PAUL ASSIGNED OPERATOR

6/30/2020DISTRIBUTION SYSTEM OPERATOR - CLASS II

6/30/2021WATER TREATMENT PLANT OPERATOR - CLASS IIBELAIR, BRANDON W. ASSIGNED OPERATOR

6/30/2021DISTRIBUTION SYSTEM OPERATOR - CLASS II

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

4 DISTRIBUTION SYSTEM Y  A00600 DISTRIBUTION SYSTEM

CEA01 2350 GOLD STAR HIGHW Y  A

CEA02 2350 GOLD STAR HIGHW Y  A

CEA04 2350 GOLD STAR HIGHW Y  A

CEA05 2350 GOLD STAR HIGHW Y  A

CEA06 2350 GOLD STAR HIGHW Y  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

363 GAC FILTERS

55744 PRESSURE STORAGE

2 WELL 2  A854 WELL 2

2 WELL 1  A855 WELL 1

Contact Role(s): Administrative Contact, Legal Contact, Owner

Job Title

Owner

Organization

Colonial Appartments

Email Address

ruthelrabin@gmail.com

Zip Code

06032

State

CT

City

Farmington

Business Phone

860-278-5403

Fax Mobile Phone Emergency Phone

860-674-1259

Extension

    

Mailing Address Line One

22 Chiltern Street

Mailing Address Line Two

Name

Mr. William M. Rabinowitz

Page 26Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0590071

PWS Name

COLONIAL EFFICIENCY APARTMENTS

Local Address (where applicable)

 

Classification

C

Primary Source

GW 

Owner Type

P

Population

66

Residential

33

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 27Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

http://www.ct.gov/dph


Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0597021

PWS Name

ROGERS MOBILE HOME PARK - GROTON

Local Address (where applicable)

268 FLANDERS RD

Classification

C

Primary Source

GW 

Owner Type

P

Population

57

Residential

22

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Monitoring Requirements
Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

1 routine (RT) per nine yearsAsbestos  (1094)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/13 - 12/31/21Select from Inventory of Active Sampling Points

1 routine (RT) per quarterTotal Coliform  (3100)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 CompleteSelect from Inventory of Active Sampling Points

10/1/19 - 12/31/19 Complete

1/1/20 - 3/31/20 Complete

4/1/20 - 6/30/20

7/1/20 - 9/30/20

5 routine (RT) per three yearsLead And Copper  (PBCU)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/18 - 12/31/20 6/1-9/30Select from Inventory of Active Sampling Points

1/1/21 - 12/31/23 6/1-9/30

1 routine (RT) per quarterPhysical Parameters  (PPS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 CompleteSelect from Inventory of Active Sampling Points

10/1/19 - 12/31/19 Complete

1/1/20 - 3/31/20 Complete

4/1/20 - 6/30/20

7/1/20 - 9/30/20

Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per quarterNitrate  (1040)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

7/1/19 - 9/30/19 CompleteENTRY POINT (3)

10/1/19 - 12/31/19 Complete

1/1/20 - 3/31/20 Complete

4/1/20 - 6/30/20

7/1/20 - 9/30/20

1 routine (RT) per yearNitrite  (1041)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/20

1/1/21 - 12/31/21

1 routine (RT) per three yearsNet Gross Alpha  (4000)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

Page 28Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.



Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0597021

PWS Name

ROGERS MOBILE HOME PARK - GROTON

Local Address (where applicable)

268 FLANDERS RD

Classification

C

Primary Source

GW 

Owner Type

P

Population

57

Residential

22

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Monitoring Requirements
Water System Facility: ENTRY POINT  (WSF ID: 00700)

1 routine (RT) per three yearsUranium  (4006)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per three yearsCombined Radium-226/228  (4010)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per three yearsInorganic Chemicals  (IOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/21ENTRY POINT (3)

1/1/22 - 12/31/24

1 routine (RT) per three yearsPesticides, Herbicides and PCBs - Phase II & V  (SOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/17 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/22

1/1/23 - 12/31/25

1 routine (RT) per yearOrganic Chemicals  (VOCS)
Compliance StatusMonitoring Period Collection PeriodSampling Point (Sampling Point ID)

1/1/19 - 12/31/19 CompleteENTRY POINT (3)

1/1/20 - 12/31/20

1/1/21 - 12/31/21

Compliance Schedule Activity Achieved DateDue Date

Other Compliance Schedules

SUBMIT CCR TO THE DEPARTMENT 6/30/2017

SUBMIT CCR CERTIFICATION FORM 8/9/2017

SUBMIT LEAD CONSUMER NOTICE CERTIFICATE 12/29/2017

DISTRIBUTION SYSTEM MATERIALS EVALUATION 8/31/2019

CROSS CONNECTION SURVEY REPORT 3/1/2020

SUBMIT CCR TO THE DEPARTMENT 6/30/2020

SUBMIT CCR CERTIFICATION FORM 8/9/2020

Public Notification Requirements

Violation/Situation ReceivedDue to DPH

Compliance
Period Required Performed

Notice 
Tier

Public Notification PN Certification

4/1/17 - 6/30/17E. Coli 3 8/14/20188/4/2018

Water System Facility and Sampling Point Inventory

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus

Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID

CT0597021

PWS Name

ROGERS MOBILE HOME PARK - GROTON

Local Address (where applicable)

268 FLANDERS RD

Classification

C

Primary Source

GW 

Owner Type

P

Population

57

Residential

22

Industrial Combined AgriculturalCommercial

Towns Served:                           GROTON

Service 
Connections

Contact Information

Certified Operator Information

Certification 
ExpirationOperator TypeOperator Name Certification(s)

Facility Classification: SMALL WATER SYSTEM

Water System Facility: DISTRIBUTION SYSTEM  (WSF ID: 00600)

6/30/2022WATER TREATMENT PLANT OPERATOR - CLASS IVKLOBUKOWSKI, STEVEN J. CHIEF OPERATOR

6/30/2020DISTRIBUTION SYSTEM OPERATOR - CLASS III

Sampling Point 
ID

Sampling Point 
Description

Total 
Coliform 

Rule

Lead and 
Copper 

Rule TierStatus Asbestos
Stage 
2 DBPR

Water 
System 

Facility ID

Water System Facility

WQP

4 DISTRIBUTION SYSTEM Y  A00600 DISTRIBUTION SYSTEM

4-1 Lot #5 Y  A

4-2 Lot #7 Y  A

4-3 Lot #13 Y  A

4-4 Lot #14 Y  A

4-5 Lot #21 Y  A

DOWNSTREAM WITHIN 5 SERVICE CON   A

UPSTREAM WITHIN 5 SERVICE CON   A

3 ENTRY POINT   A00700 ENTRY POINT

58219 PRESSURE STORAGE

2 WELL 2  A973 WELL 2

Contact Role(s): Administrative Contact, Legal Contact, Owner

Job Title

Owner

Organization

Cd LLC

Email Address

deedcheshire@aol.com

Zip Code

06355

State

CT

City

Mystic

Business Phone

860-608-7029

Fax

860-536-6696

Mobile Phone Emergency Phone

860-608-7029

Extension

    

Mailing Address Line One

268 Flanders Road

Mailing Address Line Two

Trailer 1A

Name

Ms. Dee Cheshire

http://www.ct.gov/dph/publicdrinkingwater

Please note the following:

End of schedule

The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

If a Collection Period is specified, all water quality samples must be collected during the specified period.

1.  

2.  

Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples).  This schedule is subject to change, and any related 
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

3.  

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

Page 30Schedule Generation Date: 3/10/2020

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements. 
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

http://www.ct.gov/dph

